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KEYED NOTES:

@PRO\/IDE HYDRAULICALLY DESIGNED WET PIPE SPRINKLER SYSTEM FOR SLEEPING ROOMS AT DESIGN CRITRIA MINIMUM DENSITY OF 0.38 L/MIN @ :
PER SQUARE METER OVER THE MOST HYDRAULICALLY MOST DEMANDING 139 SQ. METERS (0.10 GPM/SQ. FT. OVER 1500 SQ. FT.) OF FLOOR
AREA. PROVIDE HYDRAULICALLY DESIGNED WET PIPE SPRINKLER SYSTEM FOR ALL OTHER AREAS AT DESIGN CRITERIA MINIMUM DENSITY
OF 0.38 L/MIN PER SQ. METER OVER THE MOST HYDRAULICALLY DEMANDING 279 SQ. METERS (0.10 GPM/SQ. FT. OVER 3000 SQ. FT.) OF

FLOOR AREA. PROVIDE 57 DEG. C. TO 77 DEG C. (135 DEG. F. TO 170 DEG. F.) RECESSED SPRINKLERS. PROVIDE FOR COMBINED INSIDE
AND OUTSIDE HOSE STREAM FLOW OF AT LEAST 945 L/MIN (250 GPM) FOR 45 MINUTE DURATION.

@PRO\/IDE 102 mm (47) STANDPIPE (MANUAL — WET TYPE) IN STAIR TOWERS. PROVIDE 63.5 mm (2 1/2”) HOSE CONNECTION AND VALVE.
PROVIDE A 51 mm (2") DRAIN SHUTOFF VALVE AT LOWEST POINT FIRST FLOOR. ROUTE PIPING ABOVE CORRIDOR CEILING.

@PRO\/IDE INSPECTOR TEST STATION FOR FIRE SPRINKLER SYSTEM IN ACCORDANCE WITH NFPA 13.5—15.41.
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@REFER TO ARCHITECTURAL DRAWINGS FOR FIREWALL LOCATIONS. @

WEST WING 1st FLOOR FIRE PROTECTION PLAN
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KEYED NOTES:

@ PROVIDE HYDRAULICALLY DESIGNED WET PIPE SPRINKLER SYSTEM FOR SLEEPING ROOMS AT DESIGN
CRITRIA MINIMUM DENSITY OF 0.38 L/MIN PER SQUARE METER OVER THE MOST HYDRAULICALLY MOST
DEMANDING 139 SQ. METERS (0.10 GPM/SQ. FT. OVER 1500 SQ. FT.) OF FLOOR AREA. PROVIDE
HYDRAULICALLY DESIGNED WET PIPE SPRINKLER SYSTEM FOR ALL OTHER AREAS AT DESIGN CRITERIA
MINIMUM DENSITY OF 0.38 L/MIN PER SQ. METER OVER THE MOST HYDRAULICALLY DEMANDING 279 SQ.
METERS (0.10 GPM/SQ. FT. OVER 3000 SQ. FT.) OF FLOOR AREA. PROVIDE 57 DEG. C. TO 77 DEG C.
(135 DEG. F. TO 170 DEG. F.) RECESSED SPRINKLERS. PROVIDE FOR COMBINED INSIDE AND OUTSIDE
HOSE STREAM FLOW OF AT LEAST 945 L/MIN (250 GPM) FOR 45 MINUTE DURATION.

PROVIDE 102mm (47) STANDPIPE (MANUAL—WET TYPE) WITH 63.5mm (2 1/2") GATE VALVE AND
HOSE CONNECTION WITH CAP AND CHAIN.

@ 2nd, 3 rd AND 4th FLOORS REQUIRE IDENTICAL FIRE PROTECTION COVERAGE.
@ REFER TO ARCHITECTURAL DRAWINGS FOR FIREWALL LOCATIONS.

@ FIRE WATER PIPING AT 3RD FLOOR CEILING ONLY.

WEST WING 2nd, 3rd & 4th FLOOR
FIRE PROTECTION PLAN
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ALL SCALES SHOWN ARE BASED ON A STANDARD DRAWING SIZE OF 28" X 40" OR
METRIC DRAWING SIZE OF 841mm X 594mm.
FURNISHED OR PLOTTED THE CONTRACTOR SHALL ADJUST THE SCALES ACCORDINGLY.
THE CONTRACTOR SHALL ALSO ADVISE HIS SUB—CONTRACTORS OF THE ABOVE.
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